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Horizontal  bead
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Replace with 2x AA  Alkaline.
Batteries. High quality Alkaline
batteries are recommended.
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Terminal Designations
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1. Select OFF with the system switch, hold down the “+”and “-” 
    buttons together for 3 seconds to access
2. Press - to go to the next option
3. Press + to select the parameters you want to modify
4. To exit,move system switch or wait for 10 seconds.
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